Figure 1. Test Apparatus for Self-Contained Equipment

- Refrigerant Supply Container
- Non-condensable Gas
- Pressure Gauge
- Moisture
- Particulate
- Acid
- Oil
- Circulating Pump
- Particulate Filter
- Vapor Valve
- Liquid Valve
- Scale
- Push/Pull Vapor Port

Optional valved membrane arrangement so refrigerant from circulating pump can wash the contaminants into the mixing chamber.